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18" PVC SDR 51-80psi
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36" C

over Typ.
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Install 10'x10'x6" Concrete
Pad around discharge pipe.
See Detail This Sheet
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Install 950 LF. 18" PVC
    Pipe SDR 51-80 psi
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Rip Rap Associated w
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8" Drain Line
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p
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See D
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Install 8" Gate Valve

Install 145 LF. 8" PVC Pipe
Drain Line SD

R 51-80 psi

C
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See D
etail Below
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Install 6" Rock Surfacing.
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Install 20 Tons of 18" Aggregate Rip Rap
Around Discharge Pad Only
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Existing Ground
Install 10'x10'x6" Concrete
Pad around Pum
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See Detail This Sheet
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18" PVC SDR 51

C
oncrete Thrust Block
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ndisturbed Soil

36" 12"

18" M
J DIP, 90° Bend

(Typical)

18" Flanged DIP
(Typical)

18"x14" Flanged DIP
Reducing Elbow

14"x6" Flanged By
Plain End Pipe

(Each End)
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